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or biological film process, the phosphoric acid 
ion in wastewater is chemically bonded with 
iron ion eluted as a result of iron corrosion. 
This product, differs from the phosphorus ab­
sorbed in activated sludge in that it is not elut­
ed again, even when stored for a long period 
of time in an anaerobic tank. Phosphorus can 
be eliminated by removing this product as ex­
cess sludge. Corrosion refers to the phenome­
non whereby a metal is eroded chemically or 
electrochemically by the surrounding envi­
ronment. 

When aeration/stir are applied after submerg­
ing the iron contacwr in an aeration tank, oxy­
gen concentration cells with a mixture of 
wastewater containing DO and microorganisms 
as an electrolytic solution and iron contact 
materials as electrodes, are formed. As a result, 
a local electric current is generated, causing elec­
trochemical corrosion. Through the chemical 
reaction, eluted iron ions are transformed 

into ferrous hydroxide ( Fe(OHh J, ferrous ox­
ide ( FeO. nH20), ferrous phosphate ( FeP04. 
nH20 l, ferr ic oxide ( Fe20-nH20 J, triiron 
tetraoxide ( Fe304). etc. 

The film which is formed after these iron 
compounds settle on and adhere to the surface 
of the iron contactor, restricts oxygen diffu­
sion. When the DO concentration increases 
above a certain value, the film becomes stabi­
lized, resulting in a decrease in corrosion speed. 
In order to ensure conditions under which phos­
phorus removal can continue, it is necessary 
both to adjust the DO concentration to pr.e­
vent the formation of an anti-corrosion oxi­
dized film on the iron contactor surfaces and 
to remove reaction products physically by stir­
ring the solution appropriately. 

Elution of iron ions can also be caused by 
sulfate-reducing bacteria. In other words, when 
an iron contactor is submerged in an anaero­
bic tank or the first room of a contact aera­
tion tank and the solution inside the tank is 
stirred, the number of sulfate-reducing bacter­
ia increases and iron ions are eluted as a result 

of iron corrosion. This phenomenon is ascribed 
to the fact that sulfate-reducing bacteria use 
the hydrogen adhering to the surface of the iron 
contactor when S042- is reduced. The iron ion 
eluted reacts with the environment to become 
ferrous hydroxide ( Fe(OH)i J, or ferrous sul­
fide ( PeS) . 

Since iron is depleted by corrosion, the cor­
rosion speed and the service life of the iron 
must be taken into consideration when design­
ing facilities. 

Advanced treatment processes and opera­
tion contro l 

Since most of the treatment facilities in rural 
communities are designed to cover less than 
about 1,000 people, influent load over time 
within a day inevitably experiences considera­
ble changes. An inspection is performed for 
facility operation control once a week or once 

a month . As some rural facilities receive water 
of unknown origin different from wastewater 
drained from houses, which flows in when it 
rains, it is difficult to carry out advanced 
wastewater treatment in these areas. Advanced 
treatment requires the appropriate selection of 
a treatment process which ensures superior per­
formance, a proper design and proper execu­
tion, and appropriate operation control by the 
persons in charge of maintenance and control. 

Among the treatment processes applied to 
wastewater treatment in rural communities, 
those from which advanced treatment of nitro­
gen and phosphorus can be expected are 
described in this chapter. References are also 
made to operation control for advanced 
treatment. 

J) Contact aeralion process with treated 
water returning system 

When the contact aeration process with the 
treated water returning system is appl.ied, tanks 
are arranged so that the anaerobic filter bed 
tank is followed by the contact aeration tank 
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which act as a denitrification tank and a nitrifi­
cation tank, respectively (Fig. 3). Therefore, 
in this method, aerobic and anaerobic condi­
tions for denitrification are provided in differ­
ent places. When treated water in which 
nitrification has proceeded in a contact aera­
tion tank is returned to the anaerobic filter bed 
tank, a denitrification reaction takes place. 

Even if it is assumed that the nitrification 
and denitrification reactions are completed in 
each water tank, nitrogen removal efficiency 
achieved in this process is less than 50% when 
the return ratio (ratio of the amount of water 
returned to the amount of wastewater flowing 
in) is 1.0, less than 67% when the ratio is 2.0 
and less than 75% when the ratio is 3.0, in 
case nitrogen removal by pulling out sludge is 
not taken into account. Nakasone et al. 5> ob­
tained a 72% removal efficiency on an average 
by setting the return ratio at 3.0 in an ex­
perimental plant. However, wben the return 
ratio is too high, the amoum of DO brought 
into the anaerobic filter bed tank increases, 
resulting in the inhibition of the development 
of anaerobic conditions. Based on the results 
obtained so far, a treatment target of less than 
T - N 20 mg// may be achieved, while a target 
of less than T- N 10 mg// is unrealistic. 

Regarding phosphorus, Haruta et al. 1- 3> con­
firmed , on an experimental basis, the effect of 
the iron contactor on phosphorus removal when 
it is submerged into a contact aeration tank 
or an anaerobic filter bed tank. 

Operation control for this method is relatively 
easy. However, there is some room for im­
provement in the methods of filter material 
selection, filter packing, DO concentration con­
trol, return ratio control and cleaning of filter 
clogged with sludge. 

2) Batch-activated sludge process20•21' 

In the batch-activated sludge process which 
is introduced here, organic matter and nitro­
gen can be removed very efficiently by inter­
mittent aeration. In this case, aerobic and 
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anaerobic conditions for denitrification are 
created at different times. 

According to the results obtained so far. 
when the hydraulic retention time is approxi­
mately 24 hr for wastewater in a batch tank 
(an aeration tank used in the batch-activated 

sludge process), the concentrations of BOD, 
COD, SS, T- N in the treated water reach a 
value of less than 10 mg//, by using the DO 
concentration as the main index. Fig. 4 shows 
an example of changes in water quality over 
time in one cycle. At this time, biological 
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Table I. Results of treatment in the FUNAKO-facllily 

Date Item Load MLSS Temp. 
(m3 / m3.d- 1) (mg/ /) c·q 

1989 lnnuent 

7.2-7.3 
0.76 3,030 21.8 

Efnuent 

1989 Influent 

10.2-10.3 Efnuenl 
0.56 3,370 24.6 

1990 lnnuent 

2.6-2.7 
0.76 3,030 13.7 

Efnuent 

1990 Influent 

5.8 - 5.9 
0.76 2,200 19.3 

Efnuenl 

dephosphorization proceeds simultaneously with 
other reactions. Table 1 shows the results of 
treatment in the FUNAKO-facility in lbaraki 
Prefecture. 

Nishiguchi et al. 7> and Yamaguchi et al. 15> 

confirmed that highly efficient phosphorus 

removal can be carried out by submerging the 
iron contactor in a batch tank. This method 
is not designed for the absorption of excess 
phosphorus by activated sludge. It is difficult 
to carry out biological dephosphorization and 
dephosphorization using an iron contactor at 
the same time, due to the differences in the 
two principles involved. 

In the batch-activated sludge process, since 
a high denitrification efficiency can be obtained 
and the facilities used are relatively compact, 
this process is suitable for small, scattered 
wastewater treatment systems in rural areas. 
However, compared with the biological film 
process, the major treatment process used in 
rural areas, a relatively higher level of opera­
tion control is needed. In addition, the ratio 
of organic matter converted into sludge is 
higher. 

3) Oxidation ditch process 
DO concentration in the normal oxidation 

ditch process is highest immediately downstream 
of a rotor and it decreases as wastewater flows 

pH 
BOD COD ss T-N T-P 

(mg//) (mg//) (mg//) (mg/ /) (mg//) 

7.5 128 89 155 20.7 2.80 

6.7 3 6.9 3.9 3.8 1.48 

7.5 160 80 152 25.2 2.92 

6.9 4 8.6 6.5 4.9 1.81 

7.5 133 72 105 27.9 2.98 

6.9 7 9.3 8.9 6.6 1.37 

7.5 117 73 129 21.8 2.58 

6.7 Tr 7.0 2.1 3.7 1.40 

down the circulation water channel. When 
anaerobic conditions are induced by this 
process, a denitrification reaction occurs. 

Hat a et al. 4>, Takahashi et al. 14> and Ozaki 
et al. 10l confirmed that by regulating the in­
tensity of aeration operations such as intermit­
tent aeration or rotor cycle control, the removal 
efficiency of nitrogen exceeded 800'/o. In this 
case, aerobic and anaerobic conditions for 
denitrification are created in separate places, 
at different times or in combination. 

Ozaki et al. Ill reported that a phosphorus 
removal efficiency of more than 900'/o could be 
obtained by the addition of ferric chloride to 
wastewater as a flocculating agent so that the 
mol ratio of Fe/P to the phosphorus content 
in influent wastewater reached a value of 1.0. 
The addition of a flocculating agent can be also 
applied to the batch-activated sludge process. 
Ozaki et al. io.uJ applied a unique process where 

falling water was used for aeration. 

4) Advanced treatment operation control 
When the above treatment processes are im­

proved to function as advanced treatment 
processes, the technicians in charge of the main­
tenance and control of such facilities must ac­
quire a higher technical expertise along with 
the development of an automatic control 
system 9 , 12,16). 
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Since each treatment facility used in rural 
communities has its own characteristics, it is 
not easy to develop an operation control 
method that can be uniformly applied. To 
achieve an efficient operation, it is suggested 
that a standard manual be prepared and the 
facilities operated according to it, with correc­
tions being made based on actual experience 18>. 
Therefore, even if a facility is equipped with 
an automatic control system, maintenance and 
control technicians would have to understand 
the manual so that they can implement regula­
tions and/or corrections. 

For example, in the case of the batch­
activated sludge process, the DO value increases 
rapidly, following the completion of both 
decomposition of organic matter and nitrifica­
tion. Excessive DO value leads to a waste of 
electricity and results in lower denitrification 
efficiency. DO control (control of aeration 
hours and aeration intensity) depending on the 
water temperature or wastewater load is neces­
sary for an efficient operation. In this case, 
however, it is essential that the facility be 
equipped with a reliable sensor. If inspection 
frequency creates a problem, control support 
using a remote monitor system 19> sbould be 
considered. 

New developments in technology 

Newly devised treatment processes which can 
be applied to wastewater treatment in rural 
communities are outlined here. 

If the concentration of microorganisms can 
be markedly increased in biological treatment, 
treatment efficiency will be improved. This 
method, generally called the immobilization 
method, includes the following processes which 
are variations of the activated sludge process: 
contact oxidation process where activated sludge 
adheres to a contactor, covering .immobiliza­
tion process where activated sludge is artificially 
immobilized using polymer materials, and self­
granulating process where activated sludge is 

granulated using the coagulating capacity of 
microorganisms themselves, etc. A variation 
in the biological film process is also possible 
by using the biofilter process m, where ceram­
ic carriers are filled. 

Membrane separation techniques have great­
ly improved. Shimizu et al. 13> developed a 
method for advanced treatment in which a flat 
membrane is submerged in an aeration tank to 
keep the MLSS concentration at 10,000-20,000 
mg//, and treated water then pulled out. This 
process bas the following advantages: facili­
ties for the treatment are compact, and 
problems such as bulking of activated sludge 
and outflow of it can be solved. For the mem­
brane separation method further studies should 
be carried out on the mechanism of membrane 
clogging, membrane l.ife, control of abnormal 
wastewater inflow increase, etc. 

Conclusion 

Studies conducted so far have enabled to de­
velop denitrification methods. On the other 
hand, the phosphorus removal methods require 
further developments in technology. Advanced 
treatment/control techniques of a resource recy­
cling type will increase in importance in the fu­
ture. Challenges to develop variable treatment 
processes and to make flexible choices possible 
must be met, keeping in mind the need for sta­
bility, low cost, simplicity and energy-saving. 
It has been noted that, the more frequent use 
of automatic control technology and the de­
velopment of hybrid treatment processes which 
combine biological treatment and physicochem­
ical treatment, are essential to achieve this ob­
jective. 

Rural sewerage treatment enables to preserve 
the water quality in rural a.reas. However, it 
is not recommended to apply bard technology 
to solve problems without making other efforts. 
Contributions to global environmental preser­
vation that can be made individually at home, 
by attempting to save water and detergent, not 
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pouring oil into drains, and burying solid 
leftover food in private gardens, are preferable 
to energy-consuming types of treatments. Such 
efforts will lead to a decrease in treatment loads 
and contribute to energy-saving. Therefore, en­
vironmental education and environmental 
preservation practices on an individual basis are 
the first steps in the development of attractive 
villages. 
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